NOTES:

1. PROVIDE (2) SPARE CONDUITS FROM LOCATION SHOWN TO PANEL L1A IN PRESS BOX.
2. PROVIDE #10 AWG CONDUCTORS FOR ENTIRE CIRCUIT.
3. EXTEND (2) 2" SPARE CONDUITS FROM LOCATION SHOWN TO PANEL L1A IN PRESS BOX.
4. PROVIDE 16" X 16" QUARTZ BOX.
5. PROVIDE 1" CONDUIT WITH ONE PAIR SHIELDED #22 AWG CABLE FROM SCOREBOARD TO CONTROL CONSOLE IN PRESS BOX.

1 STUB 2" CONDUITS UP TO PANEL L1A IN PRESS BOX.

PROVIDE 60 AMP, 3 POLE CIRCUIT BREAKER.

SITE PLAN

1. PROVIDE (2) 2" PVC CONDUIT WITH PULL STRING.
2. PROVIDE 1" CONDUIT WITH PULL STRING.

NOT FOR CONSTRUCTION

DATE: 03/05/2020

SCALING: 1" = 30'-0"